ector 01

Modbus Plus Modbus Plus
PLC PLC
BLFE BRFE
Modbus 1 Modbus 2
S0110 BL0O102
Serial Serial Serial
VME Crate .
Serial Bridge BRI
& Bridge
[
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.78.80
Ethernet Ethernet
Subnet
Ethernet Ethernet BT ERAS
softEPS
Modbus Plus: Modbus Plus: Modbus Plus Modbus Plus:
PLC PLC PLC PLC PLC
BLFE BRFE Master 5.0 53
Modbus 1 Modbus 2 Modbus 3 Modbus 4
S0510 BLO504 BLO531 BLO553
Serial Serial Serial Serial Serial
epICs it
VME Crate .
Serial Bridge I
g Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
I
Ethernet
1
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.80.17
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet Ethernet BERZAEHES
softEPS
Modbus Plus: Modbus Plus: Modbus Plus Modbus Plus— Modbus Plus: Modbus Plus:
PLC PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 9.0.1 9.0.2 9.3.1 9.3.2
Modbus 1 Modbus 2 Modbus 6 Modbus 3 Modbus 4 Modbus 5
S0906 BLO904 BL0923 BL0924 BLO936 BL0927
Serial Serial Serial Serial Serial Serial
epICs cehernet
VME Crate .
Serial Bridge Rl
g Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
1
Linksys Ethernet
Controls Subnet . Router
131.243.75.15
Ethernet Ethernet
Ethernet Ethernet Ethernet Ethernet Ethernet Ethernet Ethernet
softEPS

ector 02

ector 03

Subnet
131.243.75.XXX

Modbus Plus Modbus Plus—
PLC PLC
BLFE BRFE
Modbus 1 Modbus 2
S0210 BLO203
Serial Serial
Serial
epics cthernat
VME Crate .
Serial Bridge i
g Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.91.19
Ethernet Ethernet
Subnet
Ethernet Ethernet ISR 88
softEPS
Modbus Plus: Modbus Plus: Modbus Plus: Modbus Plus—— Modbus Plus ——M odbus Plus: Modbus Plus:
PLC PLC PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 6.0.1 6.0.2 6.1.2 6.3.1 6.3.2
Modbus 1 Modbus 2 Modbus 6 Modbus 7 Modbus 3 Modbus 4 Modbus 5
S0606 BLO604 BLO623 BL0623 BR0612-05 BR0631-08 BR0632-02
Serial Serial Serial Serial Serial Serial Serial
epICS el o
VME Crate :
Serial Bridge DS
g Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
I
Ethernet
1
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.72.17
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet BER AR08 Ethernet Ethernet Ethernet
softEPS
Modbus Plus: Modbus Plus: Modbus Plus: Modbus Plus Modbus Plus—
PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 10.0 10.3.1 10.3.2
Modbus 1 Modbus 2 Modbus 3 Modbus 4 Modbus 5
S1006 BL1004 BL1024 BL1031-03 BL1032-02
Serial Serial Serial Serial Serial Serial
epICs Ethornet
VME Crate .
Serial Bridge R
g Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
1
Linksys Ethernet
Controls Subnet . Router
131.243.76.19
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet Ethernet Ethernet T A e 8004
softEPS

Modbus Plus Modbus Plus
PLC PLC
BLFE BRFE
Modbus 1 Modbus 2
S0310 BLO303
Serial Serial Serial
VME Crate .
Serial Bridge e
g Bridge
I
Ethernet  Ethernet
Ethernet Port503  Port 501
1
Ethernet
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.82.19
Ethernet Ethernet
Subnet
Ethernet Ethernet TEH AR08
softEPS
Modbus Plus: Modbus Plus— Modbus Plus
PLC PLC PLC PLC
BLFE BRFE Master 7.3
Modbus 1 Modbus 2 Modbus 4
S0710 BLO704 BLO768
PLC
7.0.2
192.168.1.10
Serial Serial Serial Serial BLO712
Ethernet
Port 504
VME Crate .
Serial Bridge e
8 Bridge
Ethernet  Ethernet
Ethernet Port503  Port 501
I 4k Ethernet: 4k
Ethernet
1
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.73.17
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet Ethernet TR
softEPS
Modbus Plus: Modbus Plus Modbus Plus— Modbus Plus— Modbus Plus: Modbus Plus:
PLC PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 11.0.1 11.0.1 ES1 11.0.2 11.3.2
Modbus 1 Modbus 2 Modbus 5 Modbus 4 Modbus 3 Modbus 6
S1106 BL1104 BL1133 BL1132 BL1132 BL1121
Serial Serial Serial Serial Serial Serial
VME Crate .
Serial Bridge k]
g Bridge
Ethernet  Ethernet
Ethernet Port503  Port 501
1
Ethernet
1
Linksys Ethernet
Controls Subnet . Router
131.243.77.19
Ethernet Ethernet
Ethernet Ethernet Ethernet Ethernet Ethernet
softEPS

ector 04

Subnet
131.243.77 XXX

Modbus Plus Modbus Plus Modbus Plus Modbus Plus Modbus Plus
PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 4.0.2 4.0.3 4.0.3ES
Modbus 1 Modbus 2 Modbus 3 Modbus 4 Modbus 5
S0410 BLO403 BLO426 BLO442 BLO448
Serial Serial Serial Serial Serial Serial
epiCs Ethermet
VME Crate .
Serial Bridge DS
s Bridge
[
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
Linksys Ethernet
CORBA Router
Controls Subnet 192.168.1.1
131.243.83.19
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet Ethernet Ethernet T ER R 00
softEPS
Modbus Plus: Modbus Plus: Modbus Plus: Modbus Plus— Modbus Plus—
PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 8.0 8.2 8.3
Modbus 1 Modbus 2 Modbus 3 Modbus 4 Modbus 5
S0810 BLO804 BLO821 BLO831 BLO865
Serial Serial Serial Serial Serial Serial
epIcs cinernet
VME Crate .
Serial Bridge e
i Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
I
Ethernet
1
CORBA Linksys Ethernet
Controls Subnet i Router
192.168.1.1
131.243.81.45
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet Ethernet Ethernet T B0
softEPS
Modbus Plus: Modbus Plus—— Modbus Plus: Modbus Plus Modbus Plus: Modbus Plus: Modbus Plus:
PLC PLC PLC PLC PLC PLC PLC PLC
BLFE BRFE Master 12.0.1 12.0.1.2 12.0.2 12.2 12.3
Modbus 1 Modbus 2 Modbus 3 Modbus 7 Modbus 4 Modbus 5 Modbus 6
S$1210 BL1204 BL1223 BL1222 BL1243 BL1239 BL1239
Serial Serial Serial Serial Serial
epICs Ethernet
VME Crate .
Serial Bridge LR
& Bridge
Ethernet  Ethernet
Ethernet Port 503 Port 501
1
Ethernet
1
Linksys Ethernet
Controls Subnet . Router
138.243.78.81
Ethernet Ethernet
Subnet
Ethernet Ethernet Ethernet TR B 08 Ethernet Ethernet Ethernet
softEPS




	Page-1�

