	DOUBLE 50 POINT TERMINAL BLOCK



BL5.3 BR  WATER FLOW SWITCHES;  5.3.1 TMP & SHUTTER CTL PNL., OP KEY

	C CONNECTION
	D CONNECTION
	BL055353
	A CONNECTION
	B CONNECTION

	
	5.3.1
	WFS101  PG1-A               24V  
	
	1
	
	-05A
	BL055346X
	-50A

	BL055351C-           
	24V COM
	
PG1-B      24V COM
	
	2
	
	
	
	

	
	
	
PG1-C               N/O
	
	3
	BL055346X
	-44A
	
	

	
	
	
PG1-D                N/C
	
	4
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	5
	
	-01A
	
	-06B

	
	5.3.1
	WFS102  PG1-A               24V  
	
	6
	
	-10A
	
	-05B

	BL055351C -           
	24V COM
	
PG1-B      24V COM
	
	7
	
	
	
	

	
	
	
PG1-C               N/O
	
	8
	BL055346X
	-45A
	
	

	
	
	
PG1-D                N/C
	
	9
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	10
	
	-06A
	
	-11B

	
	5.3.1
	WFS103  PG1-A               24V  
	
	11
	
	-15A
	
	-10B

	BL055351C -           
	24V COM
	
PG1-B      24V COM
	
	12
	
	
	
	

	
	
	
PG1-C               N/O
	
	13
	BL055346X
	-46A
	
	

	
	
	
PG1-D                N/C
	
	14
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	15
	
	-11A
	
	

	
	5.3.2
	WFS201  PG1-A               24V  
	
	16
	
	-20A
	BL055349X
	-24A

	BL055351C -           
	24V COM
	
PG1-B      24V COM
	
	17
	
	
	
	

	
	
	
PG1-C               N/O
	
	18
	BL055349X
	-20A
	
	

	
	
	
PG1-D                N/C
	
	19
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	20
	
	-16A
	
	-21B

	
	5.3.2
	WFS202  PG1-A               24V  
	
	21
	
	-25A
	
	-20B

	BL055351C -           
	24V COM
	
PG1-B      24V COM
	
	22
	
	
	
	

	
	
	
PG1-C               N/O
	
	23
	BL055349X
	-21A
	
	

	
	
	
PG1-D                N/C
	
	24
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	25
	
	-21A
	
	

	
	5.3.2
	WFS211  PG1-A               24V  
	
	26
	
	-30A
	BL055347X
	-49A

	BL055351C -           
	24V COM
	
PG1-B      24V COM
	
	27
	
	
	
	

	
	
	
PG1-C               N/O
	
	28
	BL055347X
	-32A
	
	

	
	
	
PG1-D                N/C
	
	29
	
	
	
	

	
	
	
PG1-E     SWINGER
	
	30
	
	-26A
	
	

	 5.3.1TURBO INTRFC MODULE
	TMP101
	BL054713 
PG4-A   24V
	
	31
	24V
	
	BL055346X
	-49B

	
	
	
PG4-B  ON
	
	32
	BL055346X
	-39A
	
	

	
	
	
PG4-C  READY
	(U.T.S.)
	33
	BL055346X
	-40A
	
	

	
	
	
PG4-D  STARTNG
	
	34
	BL055346X
	-41A
	
	

	
	
	
PG4-E  FAULT
	
	35
	BL055346X
	-42A
	
	

	
	
	
PG4-F (SPARE)
	
	36
	
	
	
	

	
	
	
PG4-G  START
	CMD
	37
	
	
	
	

	BL055351C -
	24V COM
	
PG4-H  24V COM
	
	38
	
	
	
	

	
	BEAM
	PASS   BL055032  PG1
	-1
	39
	BL055346X
	-32B
	
	

	5.3.1  SHUTTER CTL. PANEL 
	
	24V
	-2
	40
	
	
	BL055350X
	-50A

	
	PS101
	SHUTTER OPN REQUEST
	-3
	41
	BL055350X
	-39A
	
	

	
	
	SHUTTER CSD REQUEST
	-4
	42
	BL055350X
	-40A
	
	

	
	
	PSS101 OPEN
	-5
	43
	BL055346X
	-28B
	
	

	
	
	PSS101 CLOSED
	-6
	44
	BL055346X
	-29B
	
	

	
	
	PSS101 OPEN PERMITTED
	-7
	45
	BL055345X
	-31A
	
	

	BL055351C -
	24V COM
	24V COM
	-8
	46
	
	
	
	

	Cbl in rack BL0550
	VVR112
	VALVE OPN PERM LT PG2
	-1
	47
	BL055345X
	-33A
	
	

	not used
	
	VALVE CLOSED
	-2
	48
	BL055454X
	-32B
	
	

	
	
	VALVE OPEN
	-3
	49
	BL055454X
	-29B
	
	

	
	
	VALVE OPEN REQUEST
	-4
	50
	BL055350X
	-40A
	
	

	BL055353
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